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1. RELOCATE EXISTING TRANSFORMER.  SEE SHEET ES-100 AND ES-100A

FOR NEW LOCATION.

2. REPLACE EXISTING TRANSFORMER.  SEE SHEET ES-100 AND ES-100A

FOR NEW LOCATION.

3. ALTERNATE #2:  REPLACE EXISTING TRANSFORMER.

4. EXISTING MANHOLE.

5. REMOVE EXISTING TRANSFORMER.

6. REMOVE EXISTING SWITCHBOARD.

7. EXISTING PULLBOX WITH FEEDERS SERVING BUILDING 7.  REMOVE

EXISTING FEEDERS.  PULLBOX AND RACEWAYS TO REMAIN.

8. APPROXIMATE LOCATION/ROUTING OF EXISTING DUCTBANK.  FIELD

VERIFY.

9. EXISTING MV PULLBOX TO BE REMOVED/REPLACED UNDER ALTERNATE

#5.

10. RELOCATE EXISTING STORAGE CONTAINER.  SEE SHEET ES-100 FOR

NEW LOCATION.

11. RELOCATION OF THIS STORAGE CONTAINER TO BE INCLUDED IN BID,

SHOULD CONTRACTOR FEEL IT WILL BE REQUIRED TO PERFORM WORK.

COORDINATE WITH VA COTR FOR NEW LOCATION.

Key Notes
INDICATES KEY NOTE ON THIS SHEET.X
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